CORPE OF ENOINEERS

U. 8. ARMY

POOL ELEVATION-FEET M.S.L.

EMERGENCY SPILLWAY DISCHARGE IN CF.S.

12742 200 400 800 800 1000 1200 1400 1600 1800 2000 2200 2400
FA [ (
1272 TOP OF DAM EL 1273.0
1270 - )r-z-
1268 ’ﬁ"" EMERGENCY SPILLWAY RATING CURVE
SO’ BOTTOM WIDTH { ON 3 SIDE SLOPES
/ MANNING’S “a “ = 0 033
1208 |
Acnesr OF EMERGENCY SPILLWAY
1264 EL 12660
1262
/"&4@ BlA PRECAST PIPE
1260
1258 /
1256
| ORIFICE FLOW Two
1254 I'x 3' UNCONTROLLED OUTLETS WEIR FLOW TWO
[ f f l 5'x 8 DROP INLETS
1282 1 CREST HIGH LEVEL OUTLET L
EL 12490 '/.,, ——Z—
A 7 BOTTOM OF COVER PLATE

1280 EL 12545

'S |

/ /
/ / [ SERVICE OUTLET RATING CURVE
1248 -1 ;
f COMBINED LOW LEVEL AND
y e GATED OUTLET FLOW
1248 .
Z_DISCHARGE 3'X 3
GATED OUTLET FULL OPEN

1244 p—r-]

—

o
-
A.— CREST UNCONTROLLED
1242 LOW LEVEL OUTLET
| EL. 12424

1240}—27] /—CREST GATED OUTLET

/ EL. 1239.0
1238 | |

©O 20 40 60 80 100 120 140 180 |80 200 220 240 260 280 300 320 340 360 380

SERVICE OUTLET DISCHARGE

IN CFS.

400 420 440 480 480 500

SALT CREEK AND ITS TRIBUTARIES, NEBRASKA

DAM NO. |7 — HOLMES PARK LAKE
ANTELOPE CREEK DAM & RESERVOIR

SERVICE OUTLET &

EMERGENCY SPILLWAY-RATING CURVES
OMAHA
OMAHA, NEBRASKA

U.S. ARMY ENGINEER DISTRICT,
CORPS OF ENGINEERS
REVISED MAR (98]

OPERATION & MAINTENANCE

PLATE D-2



